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BUILDING CODE INFORMATION

NUMBER OF STORIES:

HEIGHT:

SMOKE ALARM SYSTEM:

NUMBER OF EXITS PER FLOOR:

BUILDING CODE NOTES:

1. "ALLOWED/REQUIRED" FIGURES DETERMINED USING A-2 OCCUPANCY WITH A TYPE 

IIB CONSTRUCTION, FULLY SPRINKLERED

AREA:  

ALLOWED/REQ.:  ACTUAL:  

2  4   

3 (IBC TABLE 504.4) 1

38,000 SF/FLR (506.2)    

75' (IBC TABLE 504.3) 

8,642 SF    

24'  

SPRINKLER SYSTEM:

YES

YES

PER IBC CH. 9  

PER IBC CH. 9  

MAX TRAVEL DISTANCE TO EXIT: 250' 155' (MAX)    

OCCUPANT LOADS AND EGRESS  

FIRST FLOOR  

OCCUPANCY  AREA     

A-2 (SEATING) 

NOTES:

1. TOTALS DETERMINED PER 2015 IBC CHAPTER 10    

2. GROSS FLOOR AREAS USED ARE INDICATED BY COLORED AREAS ON CODE PLANS  

3,334 SF     /15 NET = 222     

721 SF     /5 NET = 144     

OCC. LOAD       REQ. EGRESS WIDTH  

x 0.2" =  45"    

x 0.2" = 29"     

PROVIDED

A-2 (STANDING) 

COMM. KITCHEN /200 GROSS = 4     

STAGE/BAR 16   

730 SF     

x 0.2" = 4"     

79"     TOTAL

x 0.2" = 1"     

136"     

A-2 OCCUPANCY (SEATING)      

EGRESS PATH        

FIRE EXTINGUISHER        

CODE PLAN LEGEND   

A-2 OCCUPANCY (STANDING)      

COMMERCIAL KITCHEN    

1-HR SEPARATION     

300.3 SF

DISH

HALL

137.8 SF

KITCHEN

STORAGE

127.3 SF

MEN'S

ROOM

81.7 SF

LADIE'S

ROOM

53.8 SF
UTILITY

88.2 SF
STORAGE

302.3 SF
STAGE

123.3 SF

KEG

REF.

187.2 SF

EXISTING

MECHANICAL

40.5 SF
TLT

45.6 SF

LIQUOR

STORAGE

301.2 SF

GREEN

ROOM

285.7 SF
HALL

211.8 SF
BAR

772.2 SF

STANDING

ROOM

1,256.4 SF
SEATING

129.5 SF
WOMEN'S

122.6 SF
MEN'S

1,322.3 SF
BAR

756.1 SF
DINING

82.0 SF

SERVER

CORE

Redundant

Room

HALL

2

A101

3

A101

4

A101

623.0 SF
KITCHEN

158.4 SF
STAGE

WALK IN 

COOLER 

(EXISTING) 

(EXISTING) 

(EXISTING) 

(EXISTING) 

(EXISTING) 

(EXISTING TO BE 

REMODELED) 

(EXISTING) 

(+6 OCC LOAD) 

(+6 OCC LOAD) 

(+2 OCC LOAD) 

(+2 OCC LOAD) 

117' - 6" TRAVEL 

DISTANCE FROM 

LADIE'S ROOM

137' - 6" TRAVEL 

DISTANCE FROM 

GREEN ROOM

54' - 9" TRAVEL 

DISTANCE FROM 

LADIE'S ROOM

34" (CLEAR) 

OPENING

34" (CLEAR) 

OPENING

34" (CLEAR) 

OPENING

34" (CLEAR) 

OPENING

154' - 3" TRAVEL 

DISTANCE FROM 

KITCHEN

135' - 3" TRAVEL 

DISTANCE FROM 

GREEN ROOM

106' - 3" TRAVEL 

DISTANCE FROM 

KITCHEN

EXISTING NEW 

EXISTING NEW 
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"
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30" X 48" 

CLEARANCE 

SPACE  42" GRAB BAR  

3' - 0" 

DOOR  

REFLECTIVE SURFACE 

OF MIRROR TO BE 40" 

MAX ABOVE FLOOR  

NOTES:

1. RESTROOMS TO BE ACCESSIBLE PER ANSI A 117.1

2. CLEARANCE MEASUREMENTS ARE MEASURED FROM FINISHES  

36" GRAB 

BAR  

60" X 59" 

CLEARANCE 

SPACE  

12" VERTICAL 

GRAB BAR  

30" X 48" 
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SPACE  
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3 5/8" 4 1/8" 18' - 5 3/4" 3 5/8"

30" X 48" 

CLEARANCE 

SPACE  

42" GRAB BAR  

3' - 0" 

DOOR  

REFLECTIVE SURFACE OF MIRROR 

TO BE 40" MAX ABOVE FLOOR  

NOTES:

1. RESTROOMS TO BE ACCESSIBLE PER ANSI A 117.1

2. CLEARANCE MEASUREMENTS ARE MEASURED FROM FINISHES  

36" GRAB 

BAR  

T-SHAPED 

TURN SPACE    
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30" X 48" 
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SPACE  

42" GRAB BAR  

3' - 0" 

DOOR  

REFLECTIVE SURFACE 

OF MIRROR TO BE 40" 

MAX ABOVE FLOOR  

NOTES:

1. RESTROOMS TO BE ACCESSIBLE PER ANSI A 117.1

2. CLEARANCE MEASUREMENTS ARE MEASURED FROM FINISHES  

24" GRAB BAR  

T-SHAPED 

TURN SPACE    

60" X 59" 

CLEARANCE 

SPACE  

12" VERTICAL 

GRAB BAR  
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FIXTURE COUNTS  

WATER CLOSETS - ENTIRE SUITE

OCCUPANCY  

A-2  

COMM. KITCHEN 

378    

4    

OCC. LOAD       REQ. WATER CLOSET PROVIDED

TOTAL  

191/40 = 5 WATER CLOSETS REQ 

FOR MEN (2/3 AS URINALS ALLOWED)

382 (191 MEN 

AND 191 

WOMEN)

10 WATER CLOSETS REQ 

(1/3 ALLOWED AS URINALS) 

10 WATER CLOSETS,

4 URINALS  

LAVATORIES - ENTIRE SUITE

OCCUPANCY  

A-2  378    

4    

OCC. LOAD       REQ. LAVATORIES PROVIDED

TOTAL  382    6 LAVATORIES REQ  9 LAVATORIES

FIXTURE COUNT NOTES:

1. "REQUIRED" FIXTURE COUNTS DETERMINED USING A-2 OCCUPANCY

2. DRINKING WATER AVAILABLE AT EITHER BAR - FOR AHJ APPROVAL

191/40 = 5 WATER CLOSETS REQ 

FOR WOMEN

COMM. KITCHEN 

191/75 = 3 LAVATORIES REQ FOR 

MEN

191/75 = 3 LAVATORIES REQ FOR 

WOMEN
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THESE DRAWINGS ARE FOR BIDDING AND 
CONSTRUCTION PURPOSES ONLY. THE 
GENERAL CONTRACTOR IS RESPONSIBLE 
FOR THE WORK PERFORMED AND THE 
ACCURACY AND PERFORMANCE THEREIN   

JD Design
415 Prairie Way Blvd. 

Verona, WI 53593  
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CODE PLAN AND

CODE

INFORMATION

A101

J Donahue

N
260°

REQUIRED CODE COMPLIANCE:

State of Wisconsin’s Commercial Building Code: SPS 361-366
- Chapter SPS 366 – Existing Buildings

- 2015 International Existing Building Code
- 2015 International Building Code 

State of Wisconsin’s Fire Prevention Chapter SPS 314
- 2015 NFPA 1

- 2015 NFPA 101: Life Safety Code

ANSI A117.1  

EXISTING BUILDING CODE COMPLIANCE:
- Work area compliance method used per 2015 IEBC Chapter 3. 
- Work classified as a level 2 alteration.
- Work is classified per 2015 IEBC Chapter 5.  
- Occupancy classified per 2015 IEBC Chapter 10, referencing 2015 IBC Chapter 3.

BUILDING INFORMATION:

Funk's Pub - Bar and Restaurant Addition
5956 Executive Dr. #101, Fitchburg, Wisconsin

EXISTING:
- Covered mall building of type IIB construction.
- Full tenant separations.
- Full fire alarm coverage.
- Fully sprinklered.  

PROPOSED:
Level 2 alteration combining two tenant spaces into one bar/restaurant. Use 
classified as A-2
- Use of Type IIB construction

- Non-combustible construction with unprotected elements.
- Full fire alarm coverage.
- Fully sprinklered.

Document Release

No. Description Date

1 PERMIT SET 8-12-19

9 FOR CONSTRUCTION 11.13.19

SCALE:  1/8" = 1'-0"

CODE INFORMATION PLAN
1

SCALE:  3/8" = 1'-0"

LADIE'S ROOM BLOW-UP
2

SCALE:  3/8" = 1'-0"

MEN'S ROOM BLOW-UP
3

SCALE:  3/8" = 1'-0"

SINGLE USE TOILET ROOM BLOW-UP
4
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PLAN SYMBOLS AND ABBREVIATIONS   
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FLOOR PLAN

A121

J Donahue

SCALE:  1/8" = 1'-0"

FIRST FLOOR
1

FLOOR PLAN NOTES:

1. GRAY ITEMS ARE EXISTING AND ARE TO REMAIN

2. IF DISTURBED, REPLACE INSULATION IN EXTERIOR WALLS WITH R-19 

BATT INSULATION 

3. INTERIOR WALLS ARE TO BE BUILT OF 3 5/8" STEEL FRAMING

4. ALL INTERIOR DIMENSIONS ARE TO FACE OF STEEL FRAMING

5. FIELD VERIFY DIMENSIONS WHERE NEW TIES IN WITH EXISTING

6. ALL INTERIOR WALLS ARE BUILT CONTINUOUS UP TO STRUCTURE 

ABOVE, UNO

N
260°

Document Release

No. Description Date

1 PERMIT SET 8-12-19

5 OWNER UPDATE 8.27.19

7 EQUIPMENT UPDATE 9.20.19

8 STAGE AND BAR REVISION 9.25.19

9 FOR CONSTRUCTION 11.13.19

SCALE:  1/4" = 1'-0"

STAGE AREA BLOW-UP
2

SCALE:  1/4" = 1'-0"

NEW BAR AREA BLOW-UP
3

SCALE:  1/4" = 1'-0"

BOUNCER BLOW UP
4

SCALE:  1/4" = 1'-0"

SECTION AT TAPPERS
5

DOOR AND FRAME SCHEDULE

DOOR NO.

DOOR

HARDWARE TYPE

FRAME

DESCRIPTION REMARKSDOOR PANEL WIDTH DOOR PANEL HEIGHT DOOR ELEVATION DOOR MATERIAL FRAME MATERIAL FINISH

102 ABS NONE HM PAINT DOUBLE ACTING WITH WINDOW

103 3' - 0" 7' - 0" A WD KEY LOCK HM PAINT

104 3' - 0" 7' - 0" A WD PASSAGE HM PAINT

105 3' - 0" 7' - 0" A WD PRIVACY HM PAINT

106 3' - 0" 7' - 0" A WD PASSAGE HM PAINT

107 3' - 0" 7' - 0" A WD PUSH / PULL HM PAINT

108 3' - 0" 7' - 0" A WD KEY LOCK HM PAINT

109 3' - 0" 7' - 0" A WD PUSH / PULL HM PAINT

110 3' - 0" 7' - 0" A WD KEY LOCK HM PAINT

111 3' - 4" 7' - 0" A WD BARN DOOR NONE

3' - 0" 7' - 0" 

NOTE: SCHLAG HARDWARE, SATIN NICKEL FINISH 
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